Many ice rink arenas have ice resurfacing equipment that uses fossil fuel as power. The combustion byproducts are a major source of contamination. Ventilation along with other pollution source control measures is the most widely applied strategy to lower the contaminant level below the threshold limit and maintain acceptable indoor air quality. A computational fluid dynamics (CFD) model has been used to predict the contaminant concentrations, air velocity, and air temperature distributions in ice rinks. The numerical results agree reasonably with the corresponding experimental data for both steady state and transient conditions. The CFD model is a useful and inexpensive tool to investigate ventilation parameters, such as air distribution methods, ventilation effectiveness, air exchange rates, and various ventilation control strategies. Keywords: Indoor Air Quality, Ice Rink, Numerical Simulation, CFD
INTRODUCTION
There are thousands of ice rink arenas worldwide, and many cases with compromised indoor air quality have been reported in such a building environment. A major source of air pollution is the combustion byproducts emitted from the fossil fuel resurfacing equipment. The pollutants include hydrocarbons (HC), carbon monoxide(CO), and NO x . In many studies, CO and NO X concentrations in ice rink arenas have been measured up to 100 times as high as usual urban air concentrations (Spengler et al. 1978; Lee et al. 1994; Brauer and Spengler 1994) imposing serious health risks to both spectators and athletes.
Characterizing the contaminant distribution in such a large open space is considered a difficult technical task, taking into consideration the non-uniformity of the indoor air flow created by local heat sources, geometrical obstructions and the air distribution method. The sensitivity of concentration to various flow non-uniformity is identified in many studies (Hangstrom et al, Yang, C., Demokritou, P., Chen Q., and Spengler, J. 2001 . "Experimental validation of a computational fluid dynamics model for IAQ applications in ice rink arenas", Indoor Air, 11(2), 120-126. 1999 ). Therefore, a significant number of data points is required in order to get a reliable contaminant spatial distribution in the space Two popular approaches are available to determine the distribution of indoor air quality and airflow in such a built environment: experimental measurements and numerical simulation. The experimental approach uses tracer gas methods to study the contamination dispersal and ventilation effectiveness. One example of such an application for ice rink arenas is by Demokritou et al. (1999) . The numerical simulation applies the computational fluid dynamics (CFD) technique to study airflow and IAQ in buildings with a turbulence model (Chen 1997) . Despite the fact that numerical simulation has been used extensively in studying airflow and IAQ in buildings to the knowledge of the authors, there has no utilization of CFD for ice rink arenas.
The drawback of the experimental methods is the time and the complicated equipment needed for the measurements. A CFD model, on the other hand, can be a powerful tool not only to characterize the existing conditions but also to modify scenarios related to the ventilation system.
In the present study, a CFD model has been developed and validated for both steady-state and transient conditions. The distributions of air velocity, air temperature, CO concentration, and tracer gas concentration measured in an ice rink are used to validate the numerical results. The results have demonstrated that the CFD model can be used with good accuracy to analyze and design such a complicated indoor air environment.
NUMERICAL SIMULATION

The CFD model
The CFD model consists of the conservation equations of mass, momentum, energy, and species concentrations that govern the transport phenomena in ice rinks. The CFD approach numerically solves these equations together with the corresponding boundary conditions for airflow, temperature, and species concentration in ice rink.
Most airflows in buildings are turbulent. With an eddy-viscosity turbulence model, the airflow, temperature, and species transport phenomena can be described by the following timeaveraged Navier-Stokes equations:
Where: ρ = Air density, kg/m 3 Φ =1 for mass continuity; = V j (j=1, 2, 3) for three components of momentum; = k for turbulent energy; = ε for the dissipation rate of k; = T for energy transport equation; 3 = C i for containment concentrations; = τ for age of air; V = velocity vector Γ Φ , eff = effective diffusion coefficient
The effective diffusion coefficient and source term for the differential equations are listed in Table 1 . The effective viscosity, μ eff , is the sum of molecular viscosity, μ, and turbulent viscosity, μ t :
where μ is a fluid property while μ t depends on flow conditions. The effective diffusivity for mass transfer of contamination is:
where Sc and Sc t are the molecular and turbulent Schmidt numbers for the species. The CFD model uses approximations in calculating the turbulence quantities, such as isotropic turbulence and the Buossinesq eddy viscosity concept. Chen (1997) has detailed the pros and cons as well as the limitation of the CFD model.
Boundary conditions
The governing equations can be closed with appropriate boundary conditions at all the boundaries such as air inlets, outlets and wall surfaces. The values of velocity, temperature, kinetic energy and its dissipation rate and species concentration should be set at the boundaries.
External walls and obstructions:
A non-slip condition at all solid walls is applied to the velocities. The logarithmic law or wall function has been used (Launder and Spalding, 1974) for the near wall boundary layer because the turbulence model does not work for the low Reynolds number flow near a wall. The present study uses the measured temperatures of the wall and ice surface from the survey as the boundary values for each arena.
Air Inlets:
The measured air temperature, airflow rate, concentration levels at every inlet constitute the corresponding boundary conditions. Velocity, kinetic energy, and its dissipation are estimated as follows: 
Steady-state and transient conditions:
The simulations have been performed for both steady-state and transient conditions. Under the steady-state conditions, the ventilation system is assumed on all the time and the pollution source from an ice resurfacer is uniformly distributed on the ice surface. In order to evaluate the CO emissions from the ice resurfacer, the CO emissions were measured for the propane fueled resurfacer and found to be 200mg/s. This CO emission level is typical for an ice resurfacer and was verified in many other similar propane type resurfacers, investigated in our survey.
The emphasis of steady-state simulation is placed on the prediction of air velocity, temperature and contaminant profile in the arena. The CO should be considered as a normalized contaminant source. Normalized means the value presented is normalized by the source strength. This study does not consider any sink effects for the air contaminant. Concentrations of other gaseous pollutants such as NO x and HC can be calculated by scaling, even though they have a different molecular weights than CO. This was possible because the magnitude of the pollution sources was small and the resulting concentrations were so low as to have a negligible effect on the density of the mixture of air and pollutants.
The transient condition has been used to investigate the dynamic contamination dispersal in an ice resurfacing cycle. Under transient conditions, the basic assumption is that the resurfacer moves in circles around the ice surface for a certain period of time while the ventilation system is on all the time. In order to simulate the circular motion of the ice resurfacer, a number of contamination sources have been distributed over the ice surface. The contamination sources are activated sequentially for a brief period of time to simulate the movement of the resurfacer. Therefore, the boundary condition for the contaminant source was a moving one. The activation time of each source is determined by the moving speed of the resurfacer and the distance between two successively active sources.
Initial conditions for transient conditions
The initial values must also be set for all the variables in the simulation of transient conditions. The investigation uses the steady-state solutions as the initial conditions for pressure, velocity, energy, kinetic energy, and its dissipation rate. However, the initial condition for CO concentration is assumed to be zero.
Numerical procedure
A CFD program, PHOENICS 3.1 (CHAM, 1998), was used to solve the time-dependent conservation equations together with the standard k-ε model (Launder and Spalding, 1974) and the corresponding boundary conditions. The program divided the space of the ice rink into nonuniform computational cells, and the discrete equations were solved with the SIMPLE algorithm (Patankar, 1980) . The convergence criteria used at each time step ensured that the total normalized residuals were less than 1% for flow and 3% for CO concentration.
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VALIDATION EXPERIMENTS -CASE STUDIES
Air velocity and temperature distribution under steady state conditions: In this case, numerical simulations and validation tests have been conducted to verify the ability of CFD to predict air velocity and temperature distributions in an arena located in the Boston area. Figure 1 shows the configuration of the ventilation system and the building geometry of the arena. Fresh air is supplied from a side wall through an inlet and is exhausted from four outlets on the opposite wall. The size of the inlet and outlets is 3.6 m by 1.2m and 0.9m by 0.9m, respectively. The air velocity and temperature profiles in front of the inlet were measured and used as boundary conditions in the simulations.
The air velocity and temperature vertical profiles were also measured at six locations, as shown on Figure 1 . At each location, air velocity and temperature were measured at seven different heights from the ice surface: 1.0m, 2.0m, 3.0m, 3.5m, 4.0m, 4.5m, and 5.0 m, respectively. The air velocity was measured by using a digital hot wire anemometer. We recorded ten readings every 90 seconds, the ten readings were averaged to give the time-averaged air velocity. The typical standard error is 10 to 30 percent, where the standard error is defined as:
Figure 2 shows both experimental and numerical air velocity and temperature profiles at the six locations. The agreement between computed and measured temperature is good. However, there are discrepancies between the computed and measured velocity profiles. In such a large space, it is difficult to measure the velocity profile with a single anemometer. It took two days to complete the measurements. It is clear to see from the measured data that the velocity may not be the same because the velocity in the upper part of the arena (measured in the second day) is very different from that in the lower part (measured in the first day). Since the flow boundary condition at the inlet was measured in the first day, the agreement between the computed velocity and the measured data is much better in the first day. Due to the uncertainty in the measurements, the numerical results are acceptable.
CO concentration levels under steady state conditions
In order to evaluate the ability of the CFD model to predict the contaminant dispersal under steady state conditions a passive perfluorocarbon tracer gas (PFT) was used. This passive tracer gas method is presented in detail in another publication (Demokritou et al., 1999) Thirty PFT sources were distributed around the glass shielding of the ice arena at a height of 1.4 m, as shown on Figure 3 . Tracer gas source characteristics are shown on Table 3 . The HVAC system was operated continuously for 24 hours after the PFT sources were distributed in order to reach an equilibrium -steady state condition. Then absorption based passive samplers were deployed in selected locations ( Figure 3 ) and remained in place for approximately an additional 48 hours. The samplers were located to measure the concentrations in a horizontal x-y plane at a 5.7 m height over the ice arena. The PFT vapor collected by the passive samplers was extracted in the laboratory and analyzed by a gas chromatography to determine the concentration levels.
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The comparison of experimental and numerical concentration data are shown for various locations in the arena in Figure 4 . The agreement between the computed and measured results is acceptable for the study of indoor air quality in ice rink arenas.
CO concentration levels during an ice-resurfacing cycle (transient conditions)
The validation has also been conducted in order to test the ability of the CFD technique to predict the concentration levels during and after an ice resurfacing cycle under transient conditions. Figure 5 shows the ventilation system and the building characteristics of the arena. The ventilation system consists of six inlets at ceiling height and two outlets located at both sides of the spectator's area. Each inlet is has an air supply area of 0.5m 2 while the size of each outlet is 1.0m 2 . The supplied airflow rate was measured and found to be 22,000 m 3 /hr.
An ice resurfacing cycle lasts approximately fifteen minutes. During ice resurfacing, the propane fueled ice resurfacer moves in circles around the ice arena while the ventilation system is on all the time. In order to simulate the circular motion of the ice resurfacer, a number of contamination sources have been distributed over the ice surface. The contamination sources are activated sequentially for a period of time to simulate the movement of the resurfacer.
(moving boundary source) as shown in Figure 5 , where Sn stands the number of source. Table  2 shows the emission rate of each source and the duration time of activation. The average speed of the resurfacer is about 1.0 to 2.0 m/s and the distance between two CO sequential sources is 10 m.
CO concentration levels were measured at one minute intervals over approximately a 12 hour period on March 13 th and a 5 hour period on March 16 th , 1999. The instrument used was mounted 1.1 m above the ice surface at the center of the ice arena. Figure 6 shows the experimental and simulated CO concentrations. The computed results are in good agreement with the experimental data. Note that the technique used to simulate the moving CO source is crucial to obtain the best numerical results. A uniform distribution of CO source on the ice surface cannot produce satisfactory results.
Discussion
The CFD model is a useful and economical tool to investigate how ventilation parameters such as air exchange rates, air distribution methods and control strategies affect the IAQ in ice rink arenas. The model can also be used to develop guidelines for ventilation system design.
Although the simulation process requires significant effort to input the building geometrical features and the boundary conditions, the personnel effort is much less than conducting actual measurements in an arena. The CFD results are much more informative. They contain detailed information such as contaminant concentrations, temperature, velocity, etc. at every location of an arena simulated. However, the measurements can only be done in a few locations. The flow and thermal boundary conditions in an arena are impossible to control and that leads to a great uncertainty in data quality.
The computing effort has become smaller and smaller due to the fast development in computer speed and capacity. For example, the transient simulations can be performed on a Pentium II, 400 MHZ personal computer.
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CONCLUSIONS
The paper presents the validation of a CFD model for the investigation of ventilation and IAQ in ice rink arenas. Validation tests included air velocity and temperature spatial distributions under steady-state conditions and contaminant dispersion under both steady-state and transient conditions. The contaminant is from the fossil powered resurfacing equipment. The results show that the CFD model is sufficiently good to predict the air velocity, air temperature, and contaminant concentrations in ice rink arenas. The CFD model is a powerful tool to study ventilation and indoor air quality in an ice rink. The validated CFD model will be used to develop engineering design guidelines for the ventilation system of such a built environment. The impact of fundamental ventilation parameters such as air exchange rate, air distribution methods and control strategies on IAQ will be numerically investigated . 1  0∼10  S1  16  150∼160  S16  2  10∼20  S2  17  160∼170  S17  3  20∼30  S3  18  170∼180  S18  4  30∼40  S4  19  180∼190  S19  5  40∼50  S5  20  190∼200  S20  6  50∼60  S6  21  200∼210  S21  7  60∼70  S7  22  210∼220  S22  8  70∼80  S8  23  220∼230  S23  9  80∼90  S9  24  230∼240  S24  10  90∼100  S10  25  240∼250  S25  11  100∼110  S11  26  250∼260  S26  12  110∼120  S12  27  260∼270  S27  13  120∼130  S13  28  270∼280  S28  14  130∼140  S14  29  280∼290  S29  15 140∼150 S15 
